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(o) SHEET NOTES

1. 6" FIRE STANDPIPE SYSTEM WITH 2 1/2" FHV WITH CAP AND CHAIN.
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2. CHECK VALVE WITH AUTO-BALL DRIP. PROVIDE ACCESS PANEL TO

ACCESS THE VALVE.
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PROPERTY LINE

MAIN TELECOM ROOM
LOCATED IN FIRST FLOOR

GENERAL NOTES

ROUGH-IN WORK.

SITE CONDITIONS.

UTILITIES GET ACCIDENTALLY DAMAGED.

1. SEE ARCHITECTURAL AND CIVIL SITE DRAWINGS FOR EXACT LOCATION OF ALL
UTILITIES, UNDERGROUND MANHOLES, HANDHOLES, TREES, ETC PRIOR TO ANY

2. PRIOR TO ANY INSTALLATION FIELD COORDINATE THE EXACT LOCATION OF
UNDERGROUND CONDUITS WITH ALL OTHER UNDERGROUND UTILITIES AND THE

3. UTILIZE HAND DIGGING WHERE WORK IS REQUIRED IN THE VICINITY OF KNOWN
UNDERGROUND UTILITIES. TAKE ALL NECESSARY PRE-CAUTIONS SO NO EXISTING

(#) SHEET KEY NOTES

CONNECTION BY TELECOM SERVICE PROVIDER.

1. 4-4"TELECOM SERVICE ENTRANCE CONDUITS IN CONCRETE ENCASED DUCT
BANK. EXTEND DUCT BANK 5' BEYOND PROPERTY LINE AND CAPPED FOR FINAL
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GENERAL NOTES

THE DUCT BANK.

2. ALL CONDUITS IN DUCTBANK TO BE SEALED WATERTIGHT.

3. SLOPE DUCTBANKS TO MAINTAIN 36" MINIMUM OF COVER.

1. PROVIDE GRAVEL MINIMUM 12" IN DEPTH BENEATH AND ALONG ROUTING OF

(2 4" - 4 WAY DUCT BANK A-A (2Hx2V)
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